MIN. 20 FEET OF
#4 BARE COPPER

1/2°x4” STAINLESS WIRE, WRAPPED

QuICK BOLT AROUND REBAR
SEE NOTE 1 CAGE AND ENCASED
IN CONCRETE
#4 HOOP
TYP.
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CONDUIT (PSE)

CLASS 3000 CONCRETE
MINIMUM 2-2" CONDUITS

ON LOAD SIDE.
SEE NOTE 2
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NOTES:
1. CONTRACTOR TQ VERIFY BOLT PATTERN WITH CABINETS.

2. FOR CONDUIT LOCATICN, SEE SERVICE CABINET DETAIL,
STD. DWG. SL—-220-1.

SERVICE CABINET FOUNDATION DETAIL
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